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quarter, and whether the credit was de-
termined in accordance with the provi-
sions of § 60.48a and Method 19 (appen-
dix A); and 

(2) Listing the quantity, heat con-
tent, and date each pretreated fuel 
shipment was received during the pre-
vious quarter; the name and location of 
the fuel pretreatment facility; and the 
total quantity and total heat content 
of all fuels received at the affected fa-
cility during the previous quarter. 

(f) For any periods for which opacity, 
sulfur dioxide or nitrogen oxides emis-
sions data are not available, the owner 
or operator of the affected facility 
shall submit a signed statement indi-
cating if any changes were made in op-
eration of the emission control system 
during the period of data unavail-
ability. Operations of the control sys-
tem and affected facility during peri-
ods of data unavailability are to be 
compared with operation of the control 
system and affected facility before and 
following the period of data unavail-
ability. 

(g) The owner or operator of the af-
fected facility shall submit a signed 
statement indicating whether: 

(1) The required continuous moni-
toring system calibration, span, and 
drift checks or other periodic audits 
have or have not been performed as 
specified. 

(2) The data used to show compliance 
was or was not obtained in accordance 
with approved methods and procedures 
of this part and is representative of 
plant performance. 

(3) The minimum data requirements 
have or have not been met; or, the min-
imum data requirements have not been 
met for errors that were unavoidable. 

(4) Compliance with the standards 
has or has not been achieved during the 
reporting period. 

(h) For the purposes of the reports re-
quired under § 60.7, periods of excess 
emissions are defined as all 6-minute 
periods during which the average opac-
ity exceeds the applicable opacity 
standards under § 60.42a(b). Opacity lev-
els in excess of the applicable opacity 
standard and the date of such excesses 
are to be submitted to the Adminis-
trator each calendar quarter. 

(i) The owner or operator of an af-
fected facility shall submit the written 

reports required under this section and 
subpart A to the Administrator semi-
annually for each six-month period. All 
semiannual reports shall be post-
marked by the 30th day following the 
end of each six-month period. 

(j) The owner or operator of an af-
fected facility may submit electronic 
quarterly reports for SO2 and/or NOX 
and/or opacity in lieu of submitting the 
written reports required under para-
graphs (b) and (h) of this section. The 
format of each quarterly electronic re-
port shall be coordinated with the per-
mitting authority. The electronic re-
port(s) shall be submitted no later than 
30 days after the end of the calendar 
quarter and shall be accompanied by a 
certification statement from the owner 
or operator, indicating whether com-
pliance with the applicable emission 
standards and minimum data require-
ments of this subpart was achieved 
during the reporting period. Before 
submitting reports in the electronic 
format, the owner or operator shall co-
ordinate with the permitting authority 
to obtain their agreement to submit re-
ports in this alternative format. 

[44 FR 33613, June 11, 1979, as amended at 63 
FR 49454, Sept. 16, 1998; 64 FR 7464, Feb. 12, 
1999]

Subpart Db—Standards of Per-
formance for Industrial-Com-
mercial-Institutional Steam 
Generating Units

§ 60.40b Applicability and delegation 
of authority. 

(a) The affected facility to which this 
subpart applies is each steam gener-
ating unit that commences construc-
tion, modification, or reconstruction 
after June 19, 1984, and that has a heat 
input capacity from fuels combusted in 
the steam generating unit of greater 
than 29 MW (100 million Btu/hour). 

(b) Any affected facility meeting the 
applicability requirements under para-
graph (a) of this section and com-
mencing construction, modification, or 
reconstruction after June 19, 1984, but 
on or before June 19, 1986, is subject to 
the following standards: 

(1) Coal-fired affected facilities hav-
ing a heat input capacity between 29 
and 73 MW (100 and 250 million Btu/
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hour), inclusive, are subject to the par-
ticulate matter and nitrogen oxides 
standards under this subpart. 

(2) Coal-fired affected facilities hav-
ing a heat input capacity greater than 
73 MW (250 million Btu/hour) and meet-
ing the applicability requirements 
under subpart D (Standards of perform-
ance for fossil-fuel-fired steam genera-
tors; § 60.40) are subject to the particu-
late matter and nitrogen oxides stand-
ards under this subpart and to the sul-
fur dioxide standards under subpart D 
(§ 60.43). 

(3) Oil-fired affected facilities having 
a heat input capacity between 29 and 73 
MW (100 and 250 million Btu/hour), in-
clusive, are subject to the nitrogen ox-
ides standards under this subpart. 

(4) Oil-fired affected facilities having 
a heat input capacity greater than 73 
MW (250 million Btu/hour) and meeting 
the applicability requirements under 
subpart D (Standards of performance 
for fossil-fuel-fired steam generators; 
§ 60.40) are also subject to the nitrogen 
oxides standards under this subpart 
and the particulate matter and sulfur 
dioxide standards under subpart D 
(§ 60.42 and § 60.43). 

(c) Affected facilities which also 
meet the applicability requirements 
under subpart J (Standards of perform-
ance for petroleum refineries; § 60.104) 
are subject to the particulate matter 
and nitrogen oxides standards under 
this subpart and the sulfur dioxide 
standards under subpart J (§ 60.104). 

(d) Affected facilities which also 
meet the applicability requirements 
under subpart E (Standards of perform-
ance for incinerators; § 60.50) are sub-
ject to the nitrogen oxides and particu-
late matter standards under this sub-
part. 

(e) Steam generating units meeting 
the applicability requirements under 
subpart Da (Standards of performance 
for electric utility steam generating 
units; § 60.40a) are not subject to this 
subpart. 

(f) Any change to an existing steam 
generating unit for the sole purpose of 
combusting gases containing TRS as 
defined under § 60.281 is not considered 
a modification under § 60.14 and the 
steam generating unit is not subject to 
this subpart. 

(g) In delegating implementation and 
enforcement authority to a State 
under section 111(c) of the Act, the fol-
lowing authorities shall be retained by 
the Administrator and not transferred 
to a State. 

(1) Section 60.44b(f). 
(2) Section 60.44b(g). 
(3) Section 60.49b(a)(4). 
(h) Affected facilities which meet the 

applicability requirements under sub-
part Eb (Standards of performance for 
municipal waste combustors; § 60.50b) 
are not subject to this subpart. 

(i) Unless and until subpart GG of 
this part is revised to extend the appli-
cability of subpart GG of this part to 
steam generator units subject to this 
subpart, this subpart will continue to 
apply to combined cycle gas turbines 
that are capable of combusting more 
than 29 MW (100 million Btu/hour) heat 
input of fossil fuel in the steam gener-
ator. Only emissions resulting from 
combustion of fuels in the steam gener-
ating unit are subject to this subpart. 
(The gas turbine emissions are subject 
to subpart GG of this part.) 

(j) Any affected facility meeting the 
applicability requirements under para-
graph (a) of this section and com-
mencing construction, modification, or 
reconstruction after June 19, 1986 is not 
subject to Subpart D (Standards of Per-
formance for Fossil-Fuel-Fired Steam 
Generators, § 60.40). 

[52 FR 47842, Dec. 16, 1987, as amended at 63 
FR 49454, Sept. 16, 1998; 65 FR 61752, Oct. 17, 
2000]

§ 60.41b Definitions. 

As used in this subpart, all terms not 
defined herein shall have the meaning 
given them in the Act and in subpart A 
of this part. 

Annual capacity factor means the 
ratio between the actual heat input to 
a steam generating unit from the fuels 
listed in § 60.42b(a), § 60.43b(a), or 
§ 60.44b(a), as applicable, during a cal-
endar year and the potential heat input 
to the steam generating unit had it 
been operated for 8,760 hours during a 
calendar year at the maximum steady 
state design heat input capacity. In the 
case of steam generating units that are 
rented or leased, the actual heat input 
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